
start-up

1. Please put the PID subprogram at the end of your main program and copy it 
directly. If multiple PIDs are used, please note that FEND can only have one.
For example, for four PID programs, copy the subprograms of each CALL sequentially, 
and finally use FEND.

2. Start of subprogram PID

Control every time you start

PID control parameters

The setting not to be controlled is 0

Control output value of PID

SV-Given value

TS-Sampling 
       Week

KP-Proportional 
        increase

Ti-integral

KD-Differential 
        increment

TD-Differential 
        time

Output upper 
limit

Output lower 
limit

MV-Output value

Action directionIt can be changed to D register and set on the screen


